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Controls rack 
� Rack 5484   70”assembly  
� Rack 3494   77”assembly 

 
 
� VME Chassis CFE-911-AGSBI1 
� Front End Computer, V108 Utility (Sheet 1) 
� V113/V114 MADC (Sheet 2) 
� VMIVME 2170A Digital Output (Sheet 3) 
� VMIVME 4122 Analog Output (Sheet 4) 
� V202 And V294 Timing Modules (Sheet 5) 
� V118 Loss Monitor Controller (Sheet 6) 
� V119 Loss Monitor Analog Module A (Sheet 7) 
� V119 Loss Monitor Analog Module B (Sheet 8) 
� AGS Beam Extraction Intensity Module (Sheet 9) 
� Bit 3 Bus Extender (Sheet 10) 

  
 
� VME Chassis CEX-911-AGSBI1 
� Bit 3 Bus Extender (Sheet 10) 
� V109 Utility (Sheet 11) 
� V194 Pulse Fan out (Sheet 12) 
� Permit/Quench Pulse module (Sheet 13) 
� V120/T120 Permit Modules (Sheet 14) 
� Permit Interface Panel (Sheets 15, 16) 
� AGS Beam Inhibit Interface System (Sheets 17-21) 
� RHIC Loss Monitor Patch Panel (Sheet 22) 
� H20 / G10 Difference Inputs (Sheet 26) 

 
 

 
 
 

 






























































